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APPC Exhibition Hall Construction Project (3rd round)

procurement document
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1. Procurement content :

1.1 This turnkey project includes design and development, lawful building permit application, civil
and architectural works, interior finishes, exhibition facilities, fabrication of the mine display model, water
supply and drainage, electrical and low-voltage systems, audiovisual and Al translation systems, canopy,
installation, commissioning and handover.

1.2 The project shall be complete and ready for acceptance within 60 calendar days of receipt of the
first advance payment. Please refer to Annex 2 for details Implementation Plan for the APPC Exhibition
Hall Construction Project

1.3 The Employer shall provide the permanent power supply up to the designated connection point,
and the Contractor shall be responsible for the subsequent connection and related electrical works.

1.4 The following materials and equipment will be provided by the Employer and are excluded from

_1_



&

the Contractor’s supply scope :
1) PIR Wall materials.
2) Eight (8) units of 9,000 BTU air conditioners.
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2.Supplier qualification :

2.1 The supplier shall be a legally registered company and provide a valid Business Registration
Certificate.

2.2 The supplier shall provide a valid VAT Registration Certificate (Por.Por.20) or equivalent tax
registration document.
2. Qmauﬁammﬁé’ﬁ'umu@ﬁm :
ﬁ'@agﬂuﬁﬁuﬂﬂaﬁ%ﬂﬂzgﬁﬂugﬂﬁmmuﬂgwma wazdesdumitdesusesmssanzifon

A

1
Ao A Y v o
UsEnNganalyiany



o

Y A = = A Ao a Yo o A = Al A
2.2 G]'ENEJHGhJVlgﬂJﬂuﬂTHHaﬂTLWN (H.W.20) 'ﬂﬁlﬂllﬂa(l"]fﬂﬂﬂll NIVDNTITNITIANSIUIUNHOUN

= 1
MauIm

3v FOREDK
30 AT H BISEHER T A IS 2 aree BT 2 W I H SLiE k)
( APPC Exhibition Hall Construction Project Implementation Plan ) HH Il 5E FI 7 AR 3
3.2 7B TR L Gt 1) it L A FR 3RS S SR L R B 5 A 4 R 5%
4, WREES. 4N, BRNAAMHEKRGE. ratL
A THE S A RAH R U ZE B IR, S0 456 2 [ VA
FE FREA R N AT RSOV VF AT I B SR AT B R 47 5

33 i AR, 2538 N AR BEA& LA A s S LV Rl ) HR 3 A0 7
L, BRFE 2 E AT R VR YRR AR HE R
3 Technical Requirements -

3.1 The works shall comply with the technical requirements specified in Attachment 2, “APPC
Exhibition Hall Construction Project Implementation Plan.”

3.2 The Contractor shall prepare all drawings required for construction and the building permit
application, including architectural, structural, electrical, and other relevant system drawings. All
construction drawings, calculations, and related documents shall be signed and certified by architects
and/or engineers holding valid professional licenses as required under Thai law, as applicable to their
respective disciplines.

3.3 The construction drawings, qualifications of the authorized signatories, and the application and
processing of the building permit shall comply with all applicable Thai laws, regulations, and standards.
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4. Purchase quantities and specifications :

4.1 See the itemized schedule in Section 14 and Attachment 2, APPC Exhibition Hall Construction
Project Implementation Plan.

4.2 Display cabinet and base D26 exclude the model from that line item; the separately listed mine
surface and underground cutaway model E1 is included in the project scope.
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5. Service Content and Service Standards :

5.1 The Supplier shall be responsible for project management, design and design development,
obtaining the building construction permit, procurement of materials and equipment, construction and
installation, water supply/drainage and electrical works and connections, system testing and
commissioning, handover, defect rectification, and warranty services for the APPC Exhibition Hall
Construction Project.

5.2 The building permit application, construction drawings, related calculations, and signatures and
certifications by architects and/or engineers shall comply with all applicable Thai laws, regulations, and
standards.

5.3 The Supplier shall complete water, drainage and electrical works. The Employer shall supply
permanent power to the designated point, PIR wall materials and eight (8) 9,000 BTU air-conditioning
units. The Supplier shall connect from that point, install PIR wall panels and pay for construction-stage
water and electricity. Section 14 item D71 covers lawful permit coordination with government agencies,
official application fees and other project management costs.

5.4 All works shall be performed in accordance with the approved construction drawings, technical
requirements, Bill of Quantities (BOQ), applicable Thai laws, regulations and standards, and the
Employer’s requirements. Upon completion, the project shall be safe, complete, fully functional, and ready
for handover and use.
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6.0Other requirements ¢

The supplier must ensure that all the information provided in the response document is true and
reliable, and accept the purchaser's request for further review of any of the information prior to the final
award of the contract. I it is found that the supplier has used improper means such as fraud to seck a
successful bid, once verified, the purchaser has the right to reject it and reserve the right to further pursue
its liability.
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Obtaining time of procurement documents:
10:00 on 19 October 2026 — 10:00 on 21 October 2026 (Bangkok Time)
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Obtaining Place (Method) / Procurement Document Collection Location (Method):
Interested suppliers may log on to the official website of Asia Pacific Potash Corporation (APPC) to
download the procurement documents on their own (APPC will publicly release the complete procurement

document package (including procurement announcements, procurement documents and relevant
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attachments) in the procurement section of its official website for downloading), and suppliers shall be
responsible for downloading the full content of the procurement document package during this period. There
is no fee charged for obtaining this procurement document.
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In procurement documents, if there are inconsistencies in descriptions among Chinese, English, and
Thai, the English version shall prevail.
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Submission time of response documents (subject to the time of receipt of the email):

10:30 on 22 October 2026 (Bangkok Time)

Document submission method and requirements:

Send E-mail to Tender@appe.co.th. The response document shall include all materials such as
supplier qualifications, business, technology, quotations and only one version needs to be submitted which

can be in Chinese, English or Thai.
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If the respondent needs clarification on the content of the procurement document, he/she should send
the clarification document (stamped version) to the contact person's email address and contact the contact
person by phone (the deadline for clarification is: 12:00 on 21 October 2026).
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11.Evaluation method :
Comprehensive evaluation method: the evaluation team will score according to the evaluation rules,
and recommend the successful candidate in turn according to the comprehensive score)
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Based on the business documents provided in
the supplier's response documents, when
comparing the comprehensive business
strength of enterprises, those with strong
strength will receive 4-5 points, and those

with average strength will receive 0-3 points.
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If there are deviations between the materials
provided by the supplier and those required
in the project, under the approval of the
reviewers, 1-10 points will be awarded based
on the deviation range; if there are no
deviations, 10 points will be awarded.
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2. Technical Scoring Table
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Based on the content of the supplier's technical
proposal, excellent ones score 7-9 points; good
ones score4-6 points; average ones score 0-3
points.
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IﬂEJWﬂ'liiLl']*ﬂ'lﬂl,uﬂﬂ']l,l,uTl/]'Nﬂ'luW]ﬂuﬂ"U’E’N
9 [} v A 9
Aiavosim minegluszauaun 18 7-9
Azuuy negluszauneuded 14 4-6
azuuy azvinegluszaunali 14 0-3

ASUUU
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— Y el Y A) N — V)
J75 oA WifES> P A itE
Serial Scoring Item i& Scoring Criteria
Y o Y
Nummber M3 AU Standard NN ALY
e Score
ASLUUU
VAT
\/_‘ \/_‘ 'JQ
2| BTN 6 | IRYEHLNRET I LAHLRANE,
4 4
01T a6 75— AT 03 70
Construction Plan
Based on the content of the supplier's
! Y
UAUNUNDE TN construction organization, a score of 4-6 points
will be awarded for excellent performance, and
0-3 points for average performance.
TAeN15 1M U N IHUIIUNO A3 19VD IR
@101 mnegluszaud 14 4-6 azuuu
uazmnegluszaunall 18 0-3 azuun
2 =L A E= N
3| EE =S 5 AR L N 7 22 4 o = i T Y
N 48 N A 48
. B, W3 ss o —HRAR 02
HSE & Quality y
AN
WIATMIMUANY Based on the content of the supplier's safety and
o quality measures, a score of 3-5 points will be
ﬂﬁi’)ﬂﬂﬂllﬁ%ﬂmﬂ1w
rewarded for good performance, and 0-2 points
for average performance.
Iﬂﬁlﬁﬂﬁ'ﬂﬂﬂ1ﬂlﬁﬂﬂ1n1ﬁ5ﬂ1iﬁ1uﬂ’ﬂn
Vaoadeuazgaunmvodiaussin nineglu
szAUR 92 1851 3-5 Azuuu tazneglu
seauna ) a2 185u 0-2 azuuu
= y
N 45 s | BN REEA AR AR
> = /H] =]
& LI H W55 s 77, B
Performance
48 N = BH +£H
2135 7. (FRERMIH
WU

&R, FERER. uH
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5

Serial

Number
191

B4R H
Scoring Item

Y
31913 1AL

»

A
Al
Standard

Score

ASUUU

AT

63\

VA bR
Scoring Criteria

¢ Y
INAUNMI IRAZLIUY

W, BT HEEN, WREMR
R A S, AGONA A
MOl S 74

Suppliers receive 5 points for each completed
building construction and interior decoration
project, with a maximum score of 15 points. (A
project contract must be provided, including the
first page, scope page, and signature/stamp
page; failure to provide or incomplete
documentation will result in the score not being
recognized as valid performance.)
AlAuo31192 1851 5 AZIUADNEI

Tasesmsneadweimsuazanuasmeluniiog
1 Tasams T ldsunzuuugagalimu 15
Y o I @

Az (Aeauudyanlasamsdlunang iy
= v Y 9 Y
Falsznoudemindyymiiusn wii
YOUWAIY tazriaaIunsenas sy
Wn liuubenasAIna1InIeIUUeN a5 1

Y A g A ' v
asudau oz litelumanunlinanons i

AZLUN)

A1t Total / 57

35
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s VR TR
3. Price Scoring Method

ax Yy
3. 'J‘ﬁﬂ']ﬁi'ﬂﬂWl!ﬂ&LHUﬁﬁlﬂﬁl

THEAEY: PP RRAE =@ WP PR BN R AT 1
P x100%

THEAAL N PP IS B R ZE 2 8

8= (LN VF o O A VPR e SR VAT D PP H JE I < 100%;

RPN T VP AS IR ZZ 2 6, € (R B R O 493 70
I

<o Bty VPRS0 A HOERIE, & BRI 1 A~
B e, WG 4y, EEInE so 4y HIINE so 5, BRRD
LANE RN 0s 3w RET A 30 79 9k

28>0 B, MIEERANFFITE 20 0 HOERE I, & BR300 A
B3 RL W0k 53, AN 00 73 M ik

Calculation of the benchmark price: The evaluation benchmark price = the average price of
supplier quotations that passed the preliminary review x 100%

Calculate the deviation rate O of the supplier evaluation price:

8 = (Supplier evaluation price — Evaluation benchmark price) / Evaluation benchmark price
100%.

Based on the deviation rate O, determine the supplier quotation score as follows:

When O < 0, the evaluation quotation score starts at 40 points; for every 1 percentage point
decrease in O, add 1 point, with a maximum score of 50 points. After reaching 50 points, deduct 0.5 points
for each subsequent 1 percentage point decrease, with a minimum score of 30 points.

When O> 0, the evaluation quotation score starts at 40 points; for every 1 percentage point increase
in O, deduct 1 point, with a minimum score of 0 points.

msfausImsssdmiunslsadiu: mdesedmiumssziiu = sinmasvedly
Laueimwmzﬁ'muaswmﬁmumiﬁmsmuﬁymﬁ'u x 100%

o v A A 9 a Y
NITATUIUBDATIANULVYIUU Y 6 5116&ﬁm‘ﬂ1%1uﬂ1iﬂi$LuuﬂJ@ﬂ@Lﬁl&ﬂﬁm:
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0 = Gl lumsiszitivvesdiauesan - simdvedmsumsiszdivg / iadededmsy
M3 x 100%
Tagiasannndananudesnu § vesnmnldlumsilszidivvosdiauesian Tidmuanzuuuy
9
lurauesimvesdianesin aae liil:
e & < o azuuuluauesimdmsumsdseiuldizudun 40 azuuu Taenn 9 Msanaves
Y Y A 9 1A A A =
 Sovaz 1 1y 1 azuuu Taeliazuuugegalumu so azuuy nazitienziuwmug 50 AzLUY

Y Y Y o Y o = o
LA Nn ] N1IAAANULN 6 9802 1 Gl,ﬁﬂﬂ 0.5 ASHUUY I@ﬂﬂlﬂﬂﬂﬁ]ulﬂa@ﬂglluuﬁ'@ﬂ 30 ASLUU

Yy A

i1 ' 1 Y
o 6 > o azuuulumuesimdmsumsisziiuldzudun 40 azuuu Taonn 9 MsmuIuves

Y Y v Y o = o
8 9802 1 Gh’ﬁ’iﬂ 1 ASHUY I@ﬂﬁlﬂﬁﬂﬁ]ulﬁaﬂﬂglluuﬁn’!ﬂ 0 ASUUU

T W N ARANT A FARR R LA R, PEET N LT SR
R AL R X e N AR HEATAB AL, IR EER AN R A TR B
PN TEANE B SN, Fmi NSO AN TR

Note: If there are arithmetic errors or other errors in the response quotation, the review panel shall
require the supplier to correct the response quotation in accordance with the following principles and
request the supplier to provide written clarification and confirmation. If the supplier refuses to clarify and
confirm, its response document shall be deemed invalid:

NINIHA: mnfifeRanaanuadiamaniniedenananoy  Juluauenmasundy Amzy
finsaezdewe lidiauenaudlvluauesimasunduaunannisae i nazvelidiauesim
Waduaasduduiiuaednueisnys mﬂé’mu@sm11J§Lﬁ‘ﬁﬁfﬂz“lﬁ’ﬁw%mmazﬁufj"uﬁhﬂdn Ty
[ueIIMABUNAUYOIRd U AR higndeuas lulina:

) B S A A 2, LR AUv e, (HE &
BN R B AR B BR AL

(1) If the total price amount is inconsistent with the unit price amount, the unit price amount shall
prevail, except where there is an obvious error in the decimal point of the unit price amount;

(1) vinsauiRus I luaeandesdusiuiuRuae g lieasiuRudontiedlunan Buusa
dunmiametioyuesiiuutuaerilvlidoAana1nod19TAY

@ WNRE IR S5 TERN G TEA S0, PLA 7 Tk
&4 R EO

(2) If the total quotation in the quotation table does not match the sum of the itemized quotations, the

cumulative total of the itemized quotations shall prevail;
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) vineeasuluauesimlumsiluaueiia higeandosiunasmvessnnauoseswms
Gl,ﬁ)ﬁﬂflﬁ]ﬂi]llﬁgﬁﬂﬂlﬁ]Q51ﬂ1lﬁu6516518ﬂ15lﬂu1ﬂﬁJﬂ

@ AR TR P AAAESIR I, HSRIN SN TS it
P ZER, AL SRR I A 2 1O s O A S A el 7 TR i 2

(3) If there are missing items in the itemized quotation, and the content of the missing items does not
constitute a material deviation, it shall be deemed that the price of the missing items has been included in
other itemized quotations.

3) 1’“ﬂﬁi?ﬂﬂ'liﬁﬂl'lﬂﬁ'lﬂulﬂﬂlui'lﬂ?!,ﬁu6318318ﬂ13 LLﬁZLﬁlﬂﬁ'l‘ll?)Qi?flﬂ'liﬁﬂl'lﬂﬁ?ﬂulﬂ"lijﬁﬂlﬂu
fouanaesuiluaszdinny “lﬁ'ﬁm'ﬁwmmmﬁﬂmiﬁﬂnﬂmﬂ"lﬂ"lﬁ’samgj“luﬂﬂ”n,ﬁuaﬂfmﬂmiéu

v
1Han

12« PPEARRE o PEEE /N AR R ey ST AR 2 SRS £ oz ey s 22 )
e N S EAT AR, B AR I EOR AN T >3 Ay, 7 IRPPE A
AT R B VEE .

12 Review procedure : The review team reviews the response documents submitted by suppliers
according to the requirements of the procurement documents, and conducts subsequent reviews in

accordance with the review method for suppliers that pass the qualification requirements of >3,
v 1
12, YUADUNITNIITU : ﬂil!%ﬂiillfﬂiW’i]TiiI!”Iﬁ]ﬁﬁimuﬂ”l'i@]i’mﬁ@‘m@ﬂﬁﬁ@I@Uﬂﬁﬂﬁéjlﬁuﬂ
v 9

A Y o [ dy A 9 A Y o Y A "y
TINYUATNVDINTIUUAVDIUDNTITIALDIAIN TﬂﬂllEjlﬁu@'iTﬂTﬂNTU%@ﬂTﬁuﬂﬂTuﬂmﬁMﬂﬁqﬂu@ﬂ

U o A a g’/ 1 [ 4 a
N7313 918 uazmmumim13@1@111461114@@14@1allﬂmwaﬂmmmmiwmimw

3y SAEE GEILH 2 -
13. Draft Contract ( See Attach document 2 ) :

13. sudgan (@iwazidea lalulidena1si 2) -
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14 TRATAE S EEK:

E

14. Quotation format and requirements:

14, juvumsiauesnmazderimua:

Wt B4R

Quotation Summary Table

ajdluduesia

I H A4

Project Name

4
¥olnsams

FRUEM (B
Total price including tax
(Thai Baht)

=)
FIMNSIWMEY (UIN)

=
Remarks

LR}

APPC J& T 15 TFE(=IR)/

IAPPC Exhibition Hall Construction
Project (3™ round)/

TasansriesineenAnsfingsans APPC (sauf

3)

B 25 T FRIG ST B ZER A 1
P A

The quotation includes all
the content required in the
project procurement document
and its attachments.

2 =< Y o H ~
Glmﬁuaﬁﬂmm&mwanmuamwmmzu

-
ll'ﬂulf]ﬂﬁ"]ﬁfl]ﬂ"]f'f]ﬂﬂﬂ]ﬁﬂlﬂﬁiﬂﬁ\iﬂ?ﬁlm&’lﬂﬂ

ATUUVLED
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Itemized Quotation Table

lL‘U‘UWﬂguiﬂlﬁu@ﬁﬂﬂlﬂﬂﬂﬂﬂﬁ

+# THE / Civil works / 91ulgs1

RN
(FBk
Ynit | ATFEBE
price CINE: )

including | Total Tax-—

v2 ==
IR AFR Sub—item Name B TEE

T Fo318m3 tnit Quantity tax (Thai Inclusive
= Wi Yinm Baht) Amount
e (THB) $1uruidu
MBS M (V)
@@m'lng)

B B5itE+ Drawings and Calculation Sheets uuuuazsianisaiwIn

. BRSITES

EN: Drawings and Calculation Sheets
TH: suudassIIMIAIwIN

Bl . BFE LI EERIBIRIT ST EIRS EA. job 1
EN: Fee for design and calculation services, including engineer's
certification signature.

TH: ﬂ"\ﬂﬂﬂLLUUS’]Uﬂﬁiﬁ’]%’)mw%@H%ﬁ’)ﬂiﬁdu’]&l%‘ﬂiamﬂﬂ

c EETHHE / Civil Works / swlasn

c1 H1: 300mmx400mm HEK A m 94
EN: 300mmx400mm drainage ditch

TH: gi:mm{w 300 ww. x 400 wa.

o EAHERIAUE T, SRS BB, R EE MK R G K
Weer, B ORHEKI o

EN: Construct as per approved drawings, including excavation,
formation, gradient, connection to site drainage and finishing; ensure
smooth drainage.

TH: ﬁaﬁnmmmumﬁuatgﬁﬁ TIWNUYA irugﬂ fhanamaBos Wouseszunszingtiiin

uaztfivvey Tsznevin 6@

c2 1 250mm 4 S TR kL T m? 36
EN: 250mm Reinforced Concrete Floor Slab

TH: #uneuniaisdumannmn 250 aa.

o 12mx12m X3, 250mm EARFIREE LT, A AN A E
(&N DB12 @200mm:; Ji#E 37 /5 i K 5 5 (Cube Compressive
Strength) MK T 240kse; K-, TREE, T, i TIR
FEALHE (1 S5 1) B AR S AR R EAT -

EN: 250mm thick reinforced concrete floor slab over a 12m x 12m area,
with minimum reinforcement of DB12 @ 200mm c/c in both
directions; concrete Cube Compressive Strength shall be not less than
240 ksc; surface shall be level, crack-free, and dust-free. Construction
shall comply with the approved structural drawings and technical
specifications.

TH: Auneundasdumanuunn 12 x 12 u. wiwn 250 ua. laglfindniasy dush DB12 @
200 am. s 2 fiema ussthasdanaunsauuugniner (Cube Compressive Strength)
Taiskosndn 240 ksc f50u lifisanuanimniaduia
miﬁaai"ﬁalﬁtﬂu’Lﬂmmmu‘[mm{uLm:’u"aﬁwumwwomnﬁﬂﬁ"l,@i"s"uaw'ﬁ

a r1: 100mmx3mm F4H m 160
EN: 100mmx3mm angle steel

TH: wmanann 100 wa. X 3 wa.

i AT R R R TN DE RN BN AR I
745 A BR AT G R AREE K

EN: Used for main and roof steel structure connection/reinforcement;
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specification, welding/bolting and anti-rust treatment shall comply
with drawings.

TH:  féwiudonde/idumstlanimnawinnanuaznasm 2w maidesmieluad
uazmatusfindaadulyaauuy

ca H1: 100mmx100mmx3mm J7 80 m 241
EN: 100mmx100mmx3mm square steel pipe
TH: viamanndas 100 ww. x 100 ww. x 3 wa.
o AT RS KRR T T RO B A
L R A R
EN: For main columns and primary load-bearing frame; verticality,
joints and corrosion protection shall meet structural safety
requirements.
TH: lmiuimnanuazlasesidhminean anada ERE)
wazmsdasnuaiiadeadullautainvuaninulseanslassains
C5 | H: 50mmx50mm J5 K m 192
EN: 50mmx50mm square steel pipe
TH: viowannsas 50 wu. x 50 wa.
o T RERAE . BB RS . B4 S e (m] A ]
ARIHAT
EN: For roof secondary structure, purlins or connectors; specification,
anti-rust treatment and spacing per drawings.
TH: lgmiulasssamatm ul wietusmidonda 1una mrusdia uazssasiadamauuy
c6 H1: 0.76mx4m JZ [N 5 m? 282
EN: 0.76mx4m color-coated steel roofing sheet
TH: winnssamaniadoud 0.76 w. x 4 w.
o RANEL R 2288, SME . $3E. BiKIWOa B R 0 AL B
B ERA Bt
EN: Installation of color-coated steel roofing sheets, including fixing,
laps, waterproof finishing and ridge/eave treatment; roof slope as
designed.
TH: facudunsseindniadoud mamsia riuden iuveuiwhh wazoudunden/mon
ANURANAIANAULDL
C7 | th: il MPE fEFEHAE (10mm) m? 282
EN: MPE aluminum foil roof insulation layer (10mm)
TH: awaundsan MPE agfiiloawens ww 10 wa.
s RTHER T 10mm 5 MPE FHVE, B4, B sel.
EN: Install MPE insulation layer not less than 10mm thick; joints shall
be tight and coverage complete.
TH: Gassawim MPE win'laitesnir 10 ua. I0UABUUULAZATOUNQUATLIIN
cs o PIR AR 224 CRREEATRL m? 192
EN: PIR wall panel installation (Party A supplied material)
TH: Gacousiuntis PIR (Fagaamlandhe n)
e PIR BRI TR AL, 205 s iR IR e [, B
G&. WAL BRI E RS R
EN: PIR panels supplied by Party A; Party B is responsible for
installation after receipt, fixing, joints, sealing, waterproof finishing
and protection.
TH: urin PIR samlanthe n thy 1 Sufineufindmasiuuey mida sevse Sa tiveuiui
uazlasnuausnse
c9 i 2mxL5m AREEEENT] (1) HERT] (3) set 4
EN: 2mx1.5m aluminum alloy sliding door (1) + sliding doors (3)
TH: ﬂi:@mu\ﬁauaeﬁﬂuuiﬂﬂanﬁ2 . x 1.5 (1) + ﬂi:gmm%‘au (3)
s G TIHES T1R B S0, RS TR R
[i] 7€ AR
EN: Including frames, leaves, hardware, tracks, installation, adjustment
and sealing; smooth opening and firm fixing.
TH: swnsou 11u qﬂnirﬁ 19 mafiaes Usuaa useds iadansosuaciauin
C10 | H: 1.5mx0.6m 434 4 BFE set 2
EN: 1.5mx0.6m aluminum alloy glass window
TH: wihdnnszanagiiiloudasond 1.5 w. x 0.6 w.
e SEHE. B, T, WL E s SNCERE . AT
.
EN: Including frame, glass, hardware, sealant and finishing;
appearance shall be flat and sealing reliable.
TH: vaunsau nszan gunsal Sauaud wasnwiivwey guanwalisouussGauiu
C11 | b HbTHI B Ak FE m? 144

EN: Ground moisture-proof treatment
TH: nulaariuanufuiin

o JRJTHVEIE R PTEIACEE, SIERIE PR i %
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T2 %

EN: Moisture-proof treatment to floor base, including cleaning,
moisture barrier and interface with floor slab/finish.

TH: Taaruarauiugu TuheEze AT nduiuewTn

o & o &
ua:ﬂizmunuwu/'mqgwu

C12 | 1 200mm ZLHCHEA EH K sl 45
EN:200mm Crushed Rock Filling and Compaction m?
TH: sunufiuagnuasausiv v 200 wa.
e fE 15mx15m X 3PN 4 B GG R A T R S, R SRS R
200mm; EFEMRMIER . G850, REEH. T WK RS RS A
T AR i F 1 AL
EN: Supply, place, level, and compact crushed rock over an area of 15m
x 15m to a compacted thickness of 200mm, including material supply,
transportation, spreading, leveling, watering, compaction, and all
works necessary for completion.
TH: damiuagnwianauss nu indp U5usd sath uazuasawinluiudiunae 15 x 15
a3 Tflanuwwmasuasa 200 . WG waadns U3
LLR:J'\%‘/‘{IWHVIﬁ‘éﬁlﬂulﬁﬂlﬁdﬁ%llﬁ'}lﬁ%'ﬂlﬁugiﬂz
C13 | H: 150mm BMfHIREE+ AN fTiE m? 9.94
EN: 150mm Reinforced Concrete Walkway
TH: fumaiuneuniaissamaniwn 150 wa.
e 150mm JEAR IR B AT, SHAZ 66.25m?; SR RB9
XUJZ T A0 505 W5 TRk L 5 R BLE SR (Cube Compressive
Strength) AME&T 240ksc; FR-FHE. JLHEE. L, i LIRF
B HAE 0 it T PRI AR B ARG
EN: 150mm thick reinforced concrete walkway with a total area of
approximately 66.25 m?, reinforced with RB9 reinforcement in two
layers, both directions; concrete Cube Compressive Strength shall be
not less than 240 ksc; surface shall be level, crack-free, and dust-free.
Construction shall comply with the approved construction drawings
and technical specifications.
TH: fiwmaiduaeuniaisdundnnwn 150 us. Aufisadsznm 66.25 av.u. @uman
RBY s 2 4w 11 2 fiema asdanauniauuugninar (Cube Compressive
Strength) Taiskonndn 240 ksc f5uy lifisanuaniriniadui
u,a:mﬁﬁaas"wlﬁlﬂu"lﬂmmmun’aﬁ‘haua:ﬁaﬁwummamﬂﬁﬂmﬁ{uagﬂﬁ
C14 | v TIS FRifE K KA R AR OAT 15 6% set 4
EN: TIS Standard Fire Extinguisher Volatile Type Green Bucket 15 Ibs
TH: dwiuwdanasgu wen. dssnmsszine dofdon awa 15 doud
C15 | dt: FRAERISS IR TIS X T @M 2eke, KBRS | Set 4
GIES 5 hus AN
EN: Standard Emergency Backup Power TIS for wall mounting in
buildings, backup power model lasts more than 5 hours
TH: IWdsesgnidunasgu wen. dmivdanisluenms judsaslwuuwnnni 5 Hlus
ci6 | H: MAREREMRS (Lightning Protection & Grounding Set 1

System) {RULIF R TEBYE MRS, ©F -

- AR (Air Terminal) « HTERF A RTHE R I B T RN
- 5| F2k (Down Conductor) : #R4F44k, #TAA/NF 50
mm?, AL B B ARAT .

- #EHL 4R (Grounding Conductor) = #R4H Sk, #RHARANT
50 mm?

- MR (Ground Rod) @ A{LANEEHAEE (Copper-Clad Steel
GroundRod) , EHAEA/NT 16 mm, KEA/NT 3.0m/iR, %
i AT B v K et i B IR R e

- BT TR S T AR, T E AR TR R 2R EIATIE
FAARAE

- ARAEIE HARTR, &6 E b S R AR KT 5
Q (<5 Q).

- A RIS 5 Q, ARAELER B I AR SR I A2
HEM Bt 8 i, B ZIARER, AR RATHmeA.

EN : Supply and install a complete Lightning Protection and
Grounding System, including :

- Air Terminal : Copper or other approved material in accordance with
the approved design.

- Down Conductor : Bare copper conductor with a cross-sectional
area of not less than 50 mm?, or as specified in the approved
drawings.

- Grounding Conductor : Bare copper conductor with a cross-sectional
area of not less than 50 mm?,

- Ground Rod : Copper-clad steel ground rod, minimum @16 mm
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diameter x 3.0 m length per rod. Quantity and arrangement shall be
determined based on the approved design and actual ground
resistance test results.

- All works shall comply with the approved drawings, Project
Specifications, and applicable standards in Thailand.

- The earth resistance at each specified lightning protection
grounding point shall not exceed 5 ohms (< 5Q), as required by the
Project Specification.

- If the measured resistance exceeds 5Q, the Contractor shall provide
additional ground rods or other approved grounding improvement
measures until the required value is achieved, at no additional cost to
the Employer.

TH : Sawmazdnaoszuuilasiuwiiuazszumeanliasudom dsznausan ©

- mwdathasan (Down Conductor) : mamasuaslios swaiuiinmida litesni
50 mm? m‘i‘amml,uu‘?i"lﬁs"um;sﬁ‘ﬁ

- mudhszuumedn (Grounding Conductor) @ sunasuasdies vwiansiiaa lai
waunih 50 mm?

- wandu (Ground Rod) : wan@wmaniunesuas (Copper-Clad Steel) awa duriu
gudnanalafenndh 16 a. x pnliidesnit 3.0 was/du Tagdmuuasdnunisfaasli
nldanauuuunsznamInageudanudunuiuase

- swrimuadeadullauuuuitldsuenwdd dormmuavaslasnuasinasywilisdulu
dsznerlng

- mﬂﬂuvﬁumuﬁu’uaaLtﬁazwﬁﬁwu@éws"m:uuﬂaaﬁuv'hmﬁaavlﬂLﬁu 5 Tavin (< 5Q)
mudarmuazaslasims

- wminwamsnageuddwinni 5Q ;ﬁmﬁaﬁauﬁuwa”nﬁwﬁaﬂ”ﬁlﬁummmsﬂs"uﬂ;os:uumu
ﬁué’umﬁumg]‘ﬁwm‘w:"lﬁmmuﬁﬁwuﬂ Tﬂn"bjﬁdﬂ’h‘mtﬁmﬁunmpd"jw"n

Wiidefs. BB VB A ILEE TFE / Interior, exhibition, MEP and mine model works /

STWANUAY BNIIANIT 32UVDIANT uazluiaatnilad

EN: Folding Tempered Ultra-Clear Glass Partition

TH: wistunszanmuiaflafiasuuusivndeld

e R 120 RIVRGSUE K 8mm EANIE 3RS, ®EAT
MBIE RS OFFI. W, B, B85 PR, BEd. %
B R 5 R R P TR A LA, BUORIT R L T2 ORI A
] .22 4.

EN: 120 series aluminum alloy frame with 8mm tempered ultra-clear

E A TRZBFR Sub—item Name SFEM SR
il Hosrems (ij%%)Unit &R (75:'}:3
N"O TIEE price B
a B | i including | Total
uanti -
au Unit tax (Thai | Tax-
y .
o Baht) Inclusiv
151 P
TNt e Amount
sumiuda (THB) $1wu
wmng [Qusawns
(uM)
D $MidkE. B VLR KRB /Interior, Exhibition, MEP and Management
[ Smanuds HNTIANTT LUV UAzLIWITIANT
D1 b RN E R AR R m? 50
EN: Light steel keel double-layer gypsum board partition wall
TH: mlsrudususestulassniamdnin
75 RAVENE ;s 15mm BURBGEZ; o MR BT .
EN: 75 series light steel keel; 15mm flame-retardant board base; 9mm
gypsum board facing.
TH: Tassasaminun 75 836 uiugminln 15 wa.; Dafadaowiudldn 9 wu.
D2 e AR T R SRR 1 R R K m? 17
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glass, complete with folding opening system, including tracks, rollers,
hinges, handles, locks, fixings, seals, and all accessories required for
complete installation, ensuring smooth, secure, and safe opening,
folding, and closing.

TH: nsauegiliiluudasend 120 Series wiownszanmuueslafiawnun 8 wa.
wiidald  swgens  gnda wwin fedu gunanlSen  gunwalie G
Lla:qﬂnirﬁﬂs:nam‘fv\mumﬁﬂuﬂuﬁm{unﬁﬁmﬁ Waunsoda Wu  wszlaldodneazaan
wisuss uazaaany

D3

BN

EN: Steel pipe column

TH: isviawdn

e BRREREE, BEEEJTEF 100%50.

EN: Wall steel column, galvanized square tube 100x50.
TH: iewwinuits viandasgudonzd 100x50

D4

W ARG CTO2

EN: Stone-look ceramic floor tile CT02

TH: Aunsudosmefin CTO2

i 25mm J& 1:2.5 KYBIDHA A2 800x800 177 41 #il% o

EN: 25mm thick 1:2.5 cement mortar bonding layer; 800x800 stone-
look ceramic tile.

TH: ’baugumwuﬁmm: 1:2.5 i 25 aa.; nandessofin 800x800 .

13

D5

o KBRS CTOL

EN: Light grey ceramic floor tile CTO1

TH: #unsudessimaen CTO1

1 25mm J& 1:2.5 JKIBIP IR & 800x800 V& K (417 A1 Bk -
EN: 25mm thick 1:2.5 cement mortar bonding layer; 800x800 light grey
stone-look ceramic tile.

TH: ’baugumwuﬁmm: 1:2.5 w1 25 wa.; nandesmofindimean 800x800 wu.

150

D6

i KBLAE sTO1

EN: Marble border STO1

TH: wauAusan STOL

i 25mm & 1:2.5 KR HM & E: KB AEZL S 100mm.

EN: 25mm thick 1:2.5 cement mortar bonding layer; marble border
width 100mm.

TH: 'ﬁuﬁumwuﬁmm: 1:2.5 vww1 25 ww.; vaviindaunine 100 wa.

16

D7

e SRR R

EN: Ceiling spray/paint finish

TH: susiu/madhiwenw

e RTINS A TEHLEREL CH PTOL; BT, PR =
EN: Existing ceiling sprayed with black inorganic coating CH PT01; two
coats of putty and three coats of emulsion paint.

o en

TH: viuFefiun3dddn CH PTO1 uuihidw; a1wlfh 2 seu wsemashozasan 3 seu

126

D8

PR TRE SR

EN: Flat ceiling artificial soft stone

TH: duwawAufisuriiadouwuuiioy

i NIE#CH 03CT2400CH “FTH: 9mm BEMAIR AL 1HIZ 9 NI
fie

EN: Artificial soft stone 03CT2400CH flat ceiling; 9mm flame-retardant
board base; artificial soft stone finish.

TH: iSvufwisusiiason 03CT2400CH; swuururnln 9 wu.; fanhiwdvuriiaden

13

D9

e T

EN: Customized advertising letters
TH: sasnwathadar

Hh: 304 AW, B 1.2mm.

EN: 304 stainless steel, 1.2mm thick.
TH: suawias 304 wwn 1.2 wa.

2.5

D10

e GBIk

EN: Metal skirting

TH: thulans

o R AN MTO1, JE 1.5mm, & 50mm.

EN: Brushed stainless steel skirting MT01, 1.5mm thick, 50mm high.
TH: Hitusuamaameda MTOL win 1.5 . 1 50 wa.

58

D11

. 80 S~ BEH: U BE RN

EN: 80-inch Wall-Mounted Smart TV

TH: Smart TV 2w 80 i uuudiamis

i 80 JENFATREEHIAN, B 7eRe: MARREEESCAE. [EEMR. B
g 2R LA, EEWIEEEA.

EN: 80-inch Smart TV with wall-mounted installation, including wall-
mount bracket, fixings, wiring, installation, and commissioning,

set
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complete and ready for use.
TH: Smart TV awa 80 @ wuudawis vwgabents gunsoiia hums Gaas
uaznaravlFruliniaulinuainssuysal

D12 . 80 St R FAL set 1
EN: 80-inch Mobile Smart TV with Wheeled Stand
TH: Smart TV awa 80 i1 wiasmnamuuisodan
e 80 JE~I AR, WA AN I\TE Hh S AL K AT B e IAG s A
e e Bk RSO, eERIER .
EN: 80-inch Smart TV with mobile floor stand and lockable caster
wheels, including stand, fixings, wiring, installation, and
commissioning, complete and ready for use.
TH: Smart TV awa 80 i1 wiasmndifunuuindendneldunsdefimansadonld anands
aunsoiiia 1Wuans fads uaznaravldruliniaultnuainssuysal
D13 e 55 G BEEEF R FAL set 2
EN: 55-inch Wall-Mounted Smart TV
TH: Smart TV awa 55 i uwudiamis
M. 55 GNP RRRHIAN, B eke MARREEESCAE. BEEMR. B
Aoy LRORR, R IEREA.
EN: 55-inch Smart TV with wall-mounted installation, including wall-
mount bracket, fixings, wiring, installation, and commissioning,
complete and ready for use.
TH: Smart TV awa 55 #h wuvdami wgandantts gunsolia @ume fad
uaznaravlFruliniaultnuainssuysal
D14 e TR I AR Pcs 15
EN: High-Quality Swivel Office Chair
TH: nﬁwﬁﬁwﬁnmmmuwuqmmwﬁ
e SRR LRI AR, AHIRIE A RCETIE SR 2
FER BT RIS E . 360° ek R K TR AR, &
WA I AER . B Rk 2 A Ak
EN: High-quality ergonomic swivel office chair with strong and durable
construction, comfortable backrest and seat cushion, armrests,
adjustable seat height, 360-degree swivel function, and five-star caster
base, suitable for meeting and general office use. Color and style shall
be subject to the Employer's approval.
TH: nﬁgﬁwﬁmmuuumﬁuﬂmmfnﬁimmﬂi‘qmmwﬁ Tassasoudousomumu
fwinAsuazinsisfiazanaing Ansuau munandsuszauanags wyuld 360 sam uazgu
5 uanwiaadaidon wnzdmiuldluwiesseguuazdninnu
TasfuszgiuundasldsumsaniGongid
D15 e &SR Pcs 1
EN: Folding Meeting Table
TH: Iﬁ:ﬂi:'qmmuﬁuvlﬁ
T SRR BRIV, SHWRENA, ST, Rars
UM, (ETFah. ARG AR, Rl A XsE
{ER T iR, R B S gl E 4k .
EN: High-quality folding meeting table with strong and durable
construction, flat tabletop, and folding mechanism for convenient
movement, use, and storage, including table frame, tabletop,
hardware, and all accessories required for complete use. Dimensions,
color, and style shall be subject to the Employer's approval.
TH: Tazdszguuuuvildgannd Tassaaudausanumu Aulfi3oy
frzuuiiiteanuszaanlumaadonths IFrm uszdauiu saulasalds Aulde gunsalilsznay
ua:qﬂnmﬁvﬂuumﬁﬁﬂtﬂu1ﬁws“au'l‘ﬁawu Tasawia & uazgluuudaslasunaui@nngining
D16 e BEGHTEGET G Pes 3

EN: Raised Platform in Front of Stage
TH: winsniuusnmmwhng

i
AR ERE TS, R5F 1.00x3.00m, MIHEF 3.00m?, 5
U e T JRAT T 150 mme SRFTIRIE L FesE . i K S AR 4G
), SHE DR R, T Z R B SPC ARSI B2l T it vt
(ISR ISR SRR SPC TR Ih I AT
Wi AL FE R T E A DA S AR T AR T it (R A R, A
L. ik R TR, PR ERUG AR5 S5M 2[R Tohag),
HIEA NS R IEF AL . MRl B AR 228 3 b
EN:

Raised platform in front of the stage, size 1.00 x 3.00 m, with a total
area of 3.00 m?, with the finished platform level 150 mm above the
existing floor level. The platform shall be constructed with a strong,
stable, and durable load-bearing frame, high-strength base board, and
finished with wear-resistant wood-grain SPC flooring or equivalent
material approved by the Employer. Including supporting frame, base
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board, SPC flooring, edge and corner finishing, anti-slip treatment,
connections, fixings, transportation, materials, labor, and all
installation works required for completion. The completed platform
shall be level, structurally stable, free from looseness, and suitable for
normal occupancy and use. Materials, colors, and finishes shall be
subject to the Employer's approval.

TH:

wivgnwSomindt swa 1.00 x  3.00 wes  dwiinw 3.00  ana.
i:m”uﬁuﬁwn?agaaﬂnﬁutﬁu 150 ww. Iflasssdoiudweindudouss  suns  waznumu
qu,:iuﬁvugmﬁﬁﬂ'nutniamaga wnellafndas W SPC mwlinflanudenslénu
M“ﬁa'j"ﬂqnﬁuuwhﬁ"lﬁs”umiamﬁﬁﬁmmj’iﬁm suwlawaiesesiy  wiudugu  ww  SPC
NuifivsauLazyy ullasriumsau qmﬁ’iau@ia gunsolla  mmude dag  wssu
ua:msam&Vﬁmumﬁﬂuﬂu‘lﬁmmmm%aamalmi doudusseudoasoy  Tassafaudouss
Talonwianau uaztmanzaudmsumsiunaclfnuauUnd lawiag i
uazfhdiTadasldsumyausdanngining

D17

e il

EN: Customized map

TH: unuitgari

304 NN, JERE 1.2mm.

EN: 304 stainless steel, 1.2mm thick.
TH: suawias 304 ww 1.2 wa.

set

D18

mh BETHSE R R

EN: Wall spray/paint finish

TH: auwu/mauits

h BT A ETEHLERE PTOL: BT, FUREE = .

EN: White inorganic wall coating PT01; two coats of putty and three
coats of emulsion paint.

TH: feflun3dusisdzna PTO1; aulih 2 sau usemhaza3an 3 sou

55

D19

e ARSI

EN: Lacquer-free wood grain wall panel

TH: winwbaaelilidoama

o GBARSUER 01WD; 9mm FEIANEL S T AR BARLUR.
EN: Lacquer-free wood grain wall panel 01WD; 9mm flame-retardant
board base; lacquer-free wood grain finish.

TH: winsisneld 0IWD Taidioam; gruusiuniwl 9 aw.; Aanibueiuanylal

10.5

D20

b NGRS IR B 1 S T 2 Tt D

EN: Artificial soft stone wall/ceiling for mine tunnel area

TH: uﬁd/l,wmuﬁmﬁﬂu'nﬁmdauﬁwmi’uﬁuﬁajmﬁmﬁm

i AE NI CT04; 9mm BEMAREE S THE N A B NIEHR A,
EN: White artificial soft stone CT04; 9mm flame-retardant board base;
white artificial soft stone finish.

TH: Awfisurfiageuizn CTO4; swudwinlv 9 wn.; fawihidwdsuriiasousvn

41

D21

e JRAE

EN: Display cabinet

TH: gdauaas

1 40x40 BEEE B 4L 9mm PEMIREE S 12mm [RGB ARLUR
THls 3EWI 50 A FE A 20mm 3 B0 58 F13R -

EN: 40x40 galvanized square tube frame; 9mm flame-retardant board
base; 12mm lacquer-free wood grain board finish; transparent acrylic
cylinder and 20mm transparent acrylic board.

TH: Tassvansasgudonzi 40x40; gruuriuiulu 9 wu.; Aawhuruanoliflidaanidnun 12

Wy, inazaIanlauazuiuozaianlanuw 20 wa.

14

D22

e )RR AR

EN: Customized advertising display board

TH: uwnsihosausasdarh

i A4S A, T 80mm. JE 25mm; AHRA S TIHETUV BT L
Wi RIS SR PVC 5 R AR / v & ) il A o

EN: Full aluminum alloy frame, 80mm wide and 25mm thick; aluminum
frame with finished UV printing; panel substrate of PVC foam
board/high-strength knife-coated fabric.

TH: nsavegiiiiuidunsay ni1s 80 ww. wun 25 wu.; nssvegiiifisaniannwiiad UV

I . . <
#159; Nuunsldiriu PVC Twuv\‘%ammﬁaumwmwmmga

18

D23

i TSR

EN: Fabric-textured wall panel

TH: winwksansdn

o AL AR WD02: 9mm FEIARREL S THIZ A SLPHER -
EN: Fabric-textured wall panel WD02; 9mm flame-retardant board
base; fabric-textured panel finish.

TH: winmisanedn WDO02; gruusiuinld 9 aw.; fawiurumibsaorn

40
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D24

e 1.5mm F 22 ARG T

EN: 1.5mm brushed stainless steel wall finish

TH: missuamasseda 1.5 vu.

o 1.5mm Hr 2 A MT01; 9mm BHISHREEZ; )24 1.5mm i
LA

EN: 1.5mm brushed stainless steel MT01; 9mm flame-retardant board
base; 1.5mm brushed stainless steel finish.

TH: suawasseda MTOL wun 1.5 aa.; swuukuduly 9 wu.; famhauaussmoda 1.5

V.

D25

o F IR

EN: PVC/Chevron board wall finish

TH: wstawsin PVC/iawinasuata

B HIBAR WD03; 9mm PEIAMRELZ: THE NS IR

EN: PVC/Chevron board WDO03; 9mm flame-retardant board base;
PVC/Chevron board finish.

TH: win PVC/imiaiuasa WDO3; gnwwsiniuln 9 uw.; fanhusiwovinesuasa

26

D26

e TSR 5 I R AR A R B e

EN: Custom-Built Mine Model Display Cabinet and Base
TH:duasudousnsluaauniiosuuudoinfias

SE AT LAY R s B RN JE B, AR RH Y 1.50%3.00m, JEAR
HAA/N T 4.50 m2. RS E 600 mm )15 [ 2R 5 f s 58,
K 40x40 mm PEEE T IE A 4L, 9mm FHBAIRIE)ZE K 12mm JE 7z
REURAGTE, ZE5FVRME . fa T, JFREiS % AR R iR
FARRB W ERE, FHAmE 600 mm [MANEHRRE, KA
JEEA/NT 10mm FE BN AR, Rapbny WHESE, B
TR B BT A5 AR U s I EHEIE WA W v 7 A A
20mm JEEI%E B 50 JAR o ELAESCHRGERG L AR A BRE . 3 R
FLAmA: AT od ., AR, BRI DU e AR AR
Frfa Al arR, N LR 3 TAE. R APk, Bt R A s
MpFHEHE . ANEHE R R A

EN:

Custom-built mine model display cabinet and base with display
dimensions of 1.50 x 3.00 m and a display area of not less than 4.50
m?Z. The lower section shall comprise a 600 mm high heavy-duty load-
bearing display base, constructed with a 40x40 mm galvanized square
tube frame, 9mm flame-retardant board base, and 12mm lacquer-free
wood grain board finish. The structure shall be strong, stable, durable,
and capable of safely supporting the display model and associated
equipment. The upper section shall comprise a 600 mm high fully
transparent display enclosure, using clear tempered safety glass not
less than 10mm thick, with minimal visible framing to provide clear all-
around visibility of the model, and shall include transparent acrylic
cylinders and 20mm thick transparent acrylic boards. Including
supporting structure, cabinet body, glass, acrylic components,
hardware, fixings, edge finishing, model lighting, electrical wiring, and
all materials, labor, and installation necessary for complete installation.
Dimensions, materials, colors, and finishes shall be subject to the
Employer's approval. The display model itself is excluded from this
item.

TH:

duazgmdaurastunamdssuuydsinies awaiwivausas 1.50 x  3.00 was
viafiuiisausadliiennts 4.50 asw. dwdiaile gmﬁuﬁvmiwﬁnga 600 aw. 1
Tnssviansasgudinzizua 40x40 wal. suinlunn 9 w.
wazfambusinmolllidoomann 12 wa. leawstedenwdouss  duas numu
ua:mmmsan"uﬁ:wwtrnmaﬂumaLm:a_ﬂnirﬁﬁlﬁm'ﬁaa"lﬁa;mﬂaavm“u danuniin
dlrdladougs 600 ww. 19 nezanmuwlefiisnvrfials  wulidosnty 10 ww.
Tﬂulﬁﬁnsauﬁuaalﬁuﬁauﬁa_m Weldmaunsoneaduluasldoretaaulassey  wazsaw
imazasanlauazuruazasanlann 20 ww. vwlasaiiesesiyu d@ag nazan Fuduaze3an
aunstlilszney gunsnlie nwfvrey ssuldessivlues Nwdussld asenwiag
[IRSERITY LLa:miﬁmﬁwﬁmumﬁﬁﬂlﬂu’l,ﬁamuﬁala?ﬁamaimi Tagwwa w0 i
uaznuanuesdasldsumeauianngiie linudluasiauaas

Set

D27

rh BAALIER A BRI

EN: Tempered ultra-clear glass partition wall

TH: wbsrunszanimuieslafims

W 6mm EARILIE F B ESRR I .

EN: 6mm tempered ultra-clear glass partition wall.
TH: wisiunszanmaaslafiaswmn 6 .

7.5

D28

i NGRS ORITE 55D
EN: Artificial soft stone wall finish for exhibition background wall
TH: wisfwivuriiasauimivmiiunssingsana

42
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BB NIERA CT04; 9mm PEMMREEZ: THZ M ANEH A .
EN: White artificial soft stone CT04; 9mm flame-retardant board base;
artificial soft stone finish.

TH: Awdisurfiaseuizn CTO4; swurwinln 9 wn.; fanhiwdvusiiagou

D29

e PC P B AR AN

EN: PC Hollow Sheet Canopy

TH: nusmaudu PC naas

e PCHAEBHCARFA, STEFRZ 66.25 m2; R
50x50x2.0mm J¢ 80x80x3.0mm 54 45 E1E LM A4S
PC IR 4EGEAELE. EHAE. Befh. &, k. ks
BARTULARFT R AR N CAZR TR, i TR Koede
77 T AE A T B ATHAT

EN: PC hollow sheet canopy with a total area of approximately 66.25
m?, supported by 50x50x2.0mm and 80x80x3.0mm aluminum alloy
square tubes, including PC sheets, aluminum framing, connections,
fixings, sealing, waterproofing, edge finishing, and all materials, labor,
and installation necessary for completion. Dimensions and installation
shall comply with the approved construction drawings.

TH: fiumautin PC nas Aniisandszinm 66.25 a3.u.
ldlasaviondasagfiilondasaoduma 50x50%2.0 wu. uaz 80x80x3.0 wa. vauwusiu PC
Tassogiliilon fgm'fmwia aunstifa nuda uiuih wAuey ANDAIUIG LIS
Lm:mﬁﬁméﬁjvfauwﬁé’lLﬂu’lﬁmuuﬁmﬁwugﬂi

ad a &9 o o AN s o
IﬂHﬂJH’]ﬂLlRZ')ﬁﬂ'ﬁ@(ﬂ\ﬂ\"l‘v\lij'l«tvlﬂﬂ”lkllL'LI'l_II'IE]ﬁTN'ﬂ'L@iUﬂ“I«.EMW

66.25

D30

e A S

EN: Aluminum alloy column

TH: inagliioudanond

H: BEE T 150x150x4.0,

EN: Aluminum alloy square tube 150x150x4.0.
TH: viandesagfifiuudanausd 150x150%4.0

D31

T BEERAE

EN: Aluminum alloy gutter

TH: iwaﬁwagﬁlﬁuufﬁ”ﬂaauﬁ

e A SR RIE, EERE. WE. BEMATKE .

EN: Finished aluminum alloy gutter, including connection, fixing,
sealing and drainage slope.

TH: ﬁuiwagﬁnﬁuuéﬁﬁﬂzﬂ swmsidonde Ba Ba uazaumaiieszuneih

24

D32

e BEEWEEY

EN: Aluminum alloy downpipe

TH: ﬂaiﬁﬁdagﬁtﬁﬂuﬁ‘aaaﬂﬁ

T RESRATEE, SEE. SRR

EN: Finished aluminum alloy downpipe, including fixing, connection
and drainage connection.

TH: viaﬁwﬁaagﬁl,ﬂwﬁwﬁngﬂ swmsta de wandendhssuuszingi

14

D33

b TCHLAR AL

EN: Distribution board AL

TH: %Tﬂi:’\l’miﬂ AL

HH: 500x400x200mm 5 fill B MY S P41, Bl 63A ST IC KR 1
B KBS SR R SERRER]

EN: 500x400x200mm custom rainproof enclosure with 63A main
switch and standard circuits for lighting, sockets, large screen, weak
current and spare circuits.

TH: Gjﬁuﬂuﬁ“\uﬁwmm 500x400x200 . WiDNAUFINT 63A

uszavasanaIgInd iU Ingesaing it selng) szuunszusden uazaseIEIes

set

D34

e BAEEALAH MEB

EN: Main equipotential bonding box MEB

TH: gendlwiham MEB

t1:300x200%120mm FRiE S5 B ALAT A, P E TR T HE, 2
AN TR T A R AR A A B VP

EN: 300x200x120mm standard MEB box with copper grounding
terminal bar, configured for normal electrical load and grounding
requirements of a small exhibition hall.

TH: ¢ MEB wesgm  300x200x120  ww.  widwuaunasuasdemodn

Jamulnaalwihuastarivuamoiusasarnsfinssamsvmnaian

set

D35

e BRI PET G

EN: Single-gang one-way switch

TH: sAafidmadion

r1: 250V 10A; JERIZEEHE 1.4m BE%E.

EN: 250V 10A; concealed installation, bottom edge 1.4m above floor.
TH: 250V 10A; dassdamils maua’wogamnﬁu 1.4 4.

set
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D36

e XURE AR TR G

EN: Double-gang one-way switch

TH: siafaastosmaien

1: 250V 10A; JERIZEEHE 1.4m BE%E.

EN: 250V 10A; concealed installation, bottom edge 1.4m above floor.
TH: 250V 10A; Ginssdaniis maua’wogamnﬁu 1.4 4.

set

D37

o SRR TR G

EN: Triple-gang one-way switch

TH: siatanusasmadn

1: 250V 10A; JERIZEEHE 1.4m BE%E.

EN: 250V 10A; concealed installation, bottom edge 1.4m above floor.
TH: 250V 10A; Ginssdaniis maua’wogamnﬁu 1.4 4.

set

D38

TS

EN: Safety socket

TH: wsufisne

e SORIEREAFRE; 250V 10A; JEPEHL 0.3m g,

EN: Three-pin concealed safety socket; 250V 10A; recessed wall
installation, bottom edge 0.3m above floor.

TH: whitfissmanuuuds 250V 10A; faasdenia maua’wogamnﬁuu 0.3 w.

set

10

D39

o PR A (A

EN: Single-phase air-conditioning socket (safety type)

TH: hsuinfeslsuamanmion (sitailsin)

H}1: 250V 20A; JERIZEEHL 2.4m i3 2ede o BB ARAD 22 3¢ 9500 BTU
o

EN: 250V 20A; recessed wall installation, bottom edge 2.4m above
floor. Includes dismantling and installation of 9500 BTU air conditioners

. . & a &
TH: 250V 20A; dadsderiis gaudgiannin 2.4 v, . JINATIDLUREANA

Lﬂ%adﬂ%ﬁaﬂﬂ’]ﬂ“ﬂu’m 9000 BTU

set

D40

e EERE A

EN: Power junction box
TH: nasssioansln

#: PVC 86mmx86mm.
EN: PVC 86mmx86mm.
TH: PVC 86 wu. x 86 wa.

pc

20

D41

T B

EN: Junction box

TH: ndassiuas

#: PVC 86mmx86mm.
EN: PVC 86mmx86mm.
TH: PVC 86 wuu. x 86 wa.

pc

91

D42

e R OGG/HE

EN: Switch box / socket box

TH: ndssadat/naaasiu

H: PVC 86mmx86mm; HEHL.

EN: PVC 86mmx86mm; concealed installation.
TH: PVC 86 wa. x 86 wu.; fasauuuils

pc

D43

e fEAT

EN: Downlight

TH: antlard

1220V 12W; TR TR .

EN: 220V 12W; ceiling-mounted.
TH: 220V 12W; daasuudh/inam

set

D44

i MERITREIEST SDo3

EN: Suspended magnetic track light SD0O3
TH: Tausswsimanuaiu SDO3

1220V 18W; BB %% .

EN: 220V 18W,; track-mounted.

TH: 220V 18W; aassumns

set

70

D45

H: LED 2k 44T SD02

EN: LED linear light SD02

TH: 'Widu LED SDO2

220V 12W/m; TR TR 22,

EN: 220V 12W/m; ceiling-mounted.
TH: 220V 12W/u.; Gassumdn/ e

set

D46

th: LED 4T
EN: LED strip light
TH: uov'lW LED

1220V 6W; TR TR .

_28_




E

EN: 220V 6W; ceiling-mounted.
TH: 220V 6W; dasaunih/mwan

D47

e FEE PvC20

EN: Conduit PVC20

TH: viesousns PVC20

o BHIA PC#, PVC20; . VWREELZERIETT .

EN: Flame-retardant PC conduit, PVC20; concealed in brick/concrete
structure.

TH: vie PC fiwlw PVC20; idwdslulasenineds/neunia

200

D48

1 AL S50

EN: Conduit SC50

TH: viesoaaes SC50

Hisc B, B scso; M.

EN: SC conduit, SC50; underground installation.
TH: vio SC swa SC50; dudsdin

D49

ARV LER ]

EN: Power cable

TH: solnings

1 WDZ-YIY-5x10; 5 BR M AL 8k

EN: WDZ-YJY-5x10; laid in conduit or along cable tray.
TH: WDZ-YJY-5x10; \duluvieviauussiaiia

D50

SAREVALEER: DR

EN: Power cable termination
TH: wadamelWmas

e FiA%<10mm?2.

EN: Specification <10mm?.
TH: 2wa <10 aw.?

pc

D51

H itk WDZ-BY)-2.5mm?

EN: Wiring WDZ-BYJ-2.5mm?

TH: wlW WDZ-BYJ-2.5 uw.?
N .

EN: Wires pulled in conduit; copper conductor.
TH: umomeluvia; dvimeduas

400

D52

i ficZk WDZ-BY)-4mm?

EN: Wiring WDZ-BYJ)-4mm?

TH: se'lW WDZ-BYJ-4 w2

e HEAFL HE,

EN: Wires pulled in conduit; copper conductor.
TH: umomeluvia; dvimeduas

448

D53

MR i RE2E

EN: Grounding busbar

TH: vmnsaodn

e A de: Hikg-40x4.

EN: Outdoor installation; specification -40x4.
TH: Gassmuuan; zwia -40x4

D54

o SRS HRAE

EN: Weak-current integrated distribution cabinet

TH: gnwszuunszussan

f11: 600x500x200mm BEHER BB g L AR, U ELEZAR . Lk T
e B HEH I, B E.

EN: 600x500x200mm wall-mounted dustproof integrated weak-
current box with shelves, cable management and power grounding
terminals, complete set.

TH:  dnwszuunszusdeuun@anisnuduawia  600x500%200  wa. wiontuns

szundame uazindemsduuuuasuTe

set

D55

W TR R g

EN: Commercial router

TH: isuaefiawdined

i AR TIER I ER H, 1 ANTJ8 WAN H+4 ASTJ6 LAN 1, 32
R 30-50 & Z&ifaE LW, FA& DHCP. By JCHRHERT 3 TRk .
EN: Enterprise-grade gigabit commercial router with 1 gigabit WAN
port + 4 gigabit LAN ports; supports stable internet access for 30-50
terminals; DHCP, firewall and basic network management.

TH: wueesinzdaszauasdns Iwasa WAN finzia 1 wefa + LAN fnzia 4 wefa

sasiugunant 30-50 a3as §§ DHCP TW$iaad uazmsdamaiaTatinoiugiu

set

D56

e JSRACE PVC20
EN: Weak-current conduit PVC20
TH: vissoamenszussenw PVC20

o B PC A, PVC20; KE. JREE-ZERIREED .

52
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EN: Flame-retardant PC conduit, PVC20; concealed in brick/concrete
structure.
TH: vie PC fiwlw PVC20; idwdslulasenineds/neunsa

D57 i Jogk AP pc
EN: Wireless AP
TH: aunsalnsznadnyanolios AP
o N RUIT IR T AP, P67 o5 R R T A .
EN: Indoor dual-band gigabit ceiling-mounted enterprise AP; one unit
coverage shall meet the whole exhibition hall.
TH: AP sravasinIuuLAawaumeluaIans adauuudnnzia 1 M
ﬂ?ﬂ]_lﬂﬂ’&lV‘i‘uﬁﬂ'\ﬂﬂ?ﬁﬂiiﬂﬂ?iﬁtﬁ“&m
D58 2% AE I TD pc
EN: Network socket TD
TH: whsue3ezne TD
r: 86 MU BN JSAR B A %% TD H
EN: 86-type concealed Category 6 unshielded single-port network TD
socket.
TH: ihiuiaiasne TD uuuds 86 wila Category 6 lLivuawiu wasaidoa
D59 élwsdiars / In-Wall Speaker / #4547 75 2% set
D60 galulmlviulims / Wireless Microphone Kit / Fo4k3% i KA set
D61 sudnlna / Speaker Cable / 3775 334k lot
D62 o1 XIR dadls / Female XIR Cable / XIR TR Hi45 pc
D63 o XIR dufls %4” / Female XIR Cable %” / XIR £}25 %ot~} pc
D64 | §Rack/ABS Rack Cabinet / ABS HLAL4 set
D65 whneiinaesuauil / Power Mixer Amplifier / DRI SRR % set
D66 \aasdadaumsioln / Power Sequencer / HLYR 5 T 2% set
D67 wsnaisadli UPS / UPS / AN[i] W FE I set
D68 swidwriauazfiadsguniaislng / Conduit & Speaker Fittings Installation / £k | lot
G R IR
D69 udssszuuininoua: EQ / Speaker & EQ System Setup / A 282 EQ & | lot
S
D70 W ALSERTRR IR RS R H LR Set

EN: Al Real-Time Translation Device and Headset Set
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TH: gagunsnlussyis Al uamwuouSealng

e AUSERTRHIR R REAL RS, SCRERIE. 3, SEE R
LR SRR A4S AR S . BARENL. R A&
B A BRI, e IEH LA

EN: Complete Al real-time translation device and headset set
supporting real-time two-way translation in Thai, Chinese, English, and
multiple languages, including Al translation device, wireless headset,
microphone, charging equipment, software, and related accessories,
complete and ready for use.

TH: gagunsoiuacyils Al wanmwuuuiFeaing LRI
sassumsuarasmauuealngd nenlng nedu msndinge usznsdu 9 ﬁ?uqﬂnﬁzﬁ
Al wlamn yilslions lulaslvu aunsoinds sewdund \Lﬂ:qﬂnﬁrﬁﬂi:nauﬁﬁmﬁm
wiawldrnuadnsuysal

D71 oo VRS R AR 2R job 1
EN : Fees for processing construction permit applications
TH: ehﬁmLﬁuuua:ﬁhﬁmﬂumi’ua'Lumg,rymriaﬁN

E H LB E BRHEEL / Mine Display Model / Tuaasauaaslassmswsios

El e LI E b R T RS A A set 1
EN: Surface and Underground Mine Cutaway Display Model

TH: Tueadraaslassmandasuvudausassuuninuazldan

s

SE M TAED L350 B = 45T R R R, SR ROR AN T 4.50
m?2o AR ORI AR A KA A5 H BRE T T B A DR e
FEI4CHIE, RN RA B IS Rt 1% SR K
MBS, DUR NG 572 BRE. R, BRI
N AR SRAT X S R BRI R B . R = 4T G,
THM RO B R RS L B R.
AFERRR T, 3D HiE. B R R A . TR B
FUEHIE. EHE. L7 R EEAR IR, LED JERIRIA, W&, %
%& PR BA B T AT AR B i 1) A i A RLRIC A A ZY L], i
AR B MR RN KA G E AL S D7 T HIAE
EN:

Custom-built three-dimensional surface and underground mine
cutaway display model with a display area of not less than 4.50 m?. The
model shall be fabricated based on the project information, general
layout, and relevant design drawings provided and approved by the
Employer. It shall illustrate the surface general layout, major buildings
and facilities, roads, landscaping and terrain, together with
underground geological formations, ore layers, main inclined shaft,
ramp, ventilation shaft, underground roadways, mining areas, and
major mining facilities and equipment. The model shall use a three-
dimensional cutaway presentation to clearly illustrate the spatial
relationship between the surface facilities, geological strata, ore layers,
and underground mine.

The work shall include detailed model design development, 3D
fabrication, miniature buildings and equipment, terrain and geological
strata fabrication, coloring, text and facility identification, LED display
lighting, internal wiring, installation, commissioning, and all materials
and accessories necessary for completion. Model scale, overall layout,
colors, materials, display content, and details shall be approved by the
Employer prior to fabrication.

TH:

Farhnlueainssslasimaniiessuilid woudausasdmuuduuazldan (Cutaway Model)
wwudifiee  SAudluassauaas latesni 4.50 asa. Tasdarhaudoyalasims
Walasems ua:u,uuﬁ;j'iﬁﬂﬁmm?umm:awﬁ uaaarslasImMsunAGn
BANIUAZRIBTMILANNAZAINNEN DUt Qﬁﬂ"ﬂﬁua:ﬁnum:qﬁﬂmnﬁ SufeTussiAne suus
dseaduswan  (Main  Inclined Shaft) wnwse (Ramp)  ddesszuwaimea
(Ventilation Shaft) alusdunzmaidwnios Aufindlas
(ﬂnamu‘ﬁlaa'vmﬂﬂwua:mnuﬂ:m‘%‘aainw‘hmﬁawé‘n Tmni‘mﬁﬂuzﬂuuumuﬁﬁuuuﬁm
R BUAAINMNARRHE TN s IULUGY TussaInen Tuus uaslanoaaniladldfuetnataion
i’)&lﬂ’]iﬁ‘wu’ﬁ’]ﬂﬂ:lﬁY_IﬂlL‘U‘UIlImR ﬂ’ﬁNﬁ(ﬂI&lmﬁ 3 ﬁﬁ Tumaz}aw"mmmmﬁ:m‘%‘aai‘ni
n'm‘i‘naaaqﬁﬂs:mm,ta:'fmsn’ﬁwm mad thedeuazdyansal szuvlW LED dwmiusausas
udauaelwnolu m3faas mInagey
maaﬂﬂufﬁ@sta:qﬂnmirfmumﬁﬁwLﬂu'l,v\”amua"nﬁmaugmi Tassnanau gluvlasyn &

o & Ao a % e o v e a
'!ﬁ\ﬂq LHANINIAURA lLR:ﬁ'IEJR:LEILIﬂ?JBJINLﬂaﬂadiﬂiﬂﬂ1iﬂi§“ﬂ‘\l‘lﬂ%’l‘l‘\l‘ldnauNR&ﬂ

pasc Bbr NZRE TR BTH hbs WY B ) B0 AL BB AR A%
Remark  Bidders must clearly specify the model or technical specifications of the equipment for all items.

Y 9 ' A o = 9 o
g IAAEUe31A1 52 JUNT0 spec voegilnsalilsznouaivaziden livanulunniiens
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TRERMN (REH)
Total project costs (excluding tax)
51?1153“&114“/\%@141!91 ("hjsmmﬁ)

Thai Baht

HEBL 7%
7% Value-added Tax

= A
MBYANUNY 7%

Thai Baht

TSN EFBD
Total project costs ( including tax)
NETnWIme (T’J&Jﬂ’]f})

Thai Baht

_32_




	4、采购数量与规格型号 ：
	4.1 详见本文件第14条分项清单及附件2《APPC展厅建设工程实施方案》。
	4.2 D26展示柜和底座不包含模型本体；E1为另列并包含在本项目范围内的矿山地上及地下剖面模型。

